1/2" EXPANSION JOINT
(Typical Both Approaches)

INSTALL DETECTABLE WARNING
ON LANDING AREA PER
DETAIL 435.01
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NOTE:
1. RAMP AND LANDING SHALL BE 6" THICK REINFORCED W/#4@12” 0.C. CLASS A CONCRETE.
2. EXPANSION JOINT SHALL BE 1/2” PREFORMED CORK OR BITUMINOUS EXPANSION JOINT MATERIAL.
3. MAXIMUM RAMP CROSS SLOPE IS 2.00%.
4. ALL SLOPES ARE MEASURED FROM THE HORIZONTAL.
5. RAMP LENGTH IS DEPENDENT ON 1:12 MAX. SLOPE. USE FLATTER WHEN POSSIBLE.
6. LANDING AREA SHALL BE 4'—0" MIN WIDTH, CROSS SLOPE OF LANDING SHALL NOT EXCEED 2.00%.
7. USE TYPE "C” RAMP ONLY IF TYPE "A" & "B” ARE NOT FEASIBLE.
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